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KEYNOTES (O

1.  CONTRACTOR SHALL MOUNT FOUR (4)
RECEPTACLES ABOVE WORK BENCH.
CONTRACTOR SHALL COORDINATE
RECEPTACLE LOCATION WITH FINAL
LOCATION OF WORK BENCH.

1.  REFER SHEET E-3002-0.1 FOR
ELECTRICAL GENERAL NOTES AND SHEET
E-3002-5.1 FOR ELECTRICAL EQUIPMENT
SCHEDULE.

2. CONTRACTOR SHALL COORDINATE FINAL
MOUNTING HEIGHT OF RECEPTACLE WITH
FINAL MONITOR LOCATION.

3.  CONTRACTOR SHALL COORDINATE EXACT
POWER REQUIREMENT OF HEFTEE LIFT
WITH MANUFACTURER.

4. CONTRACTOR SHALL VERIFY EXACT
LOCATION OF ROUGH—INS FOR WATER
MAZE EQUIPMENT WITH FINAL WATER
MAZE LAYOUT.
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